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CB1, CB2, CB3, CB4 - Heinemann Circuit Breaker, 5 Amp, Curve 4, Cat # AMP2
CB5 - Heinemann Circuit Breaker, 10 Aamp, Curve 4, Cat # AMP12

L1, L2, L3, L4, L5 - Leecraft # 32-2313T

P1 - Plug, Hubbel Twist-Lock, 30 Amp, 125 VAC
J1,J2, J3, J4, J5 - Amphenol 160-2-N

* Fermilab Particle Physics Division

Site Support Department

Title
riginator: W It k
oignar. Walter Jaskierny - pAR 2K VA Best UPS Load Center
Drawn by: Walter Jaskierny
Originated: 03 Nov 2008 Size FSCH No DWG No Rev
Last Revision: A
Issued Scale Project FLARE Sheet 10 f1




